Australian Wool Testing Authority Lid — trading as AWTA Product Testing
AB.N. 43 006 014 106
1st Floor, 191 Racecourse Road, Flemington, Yictoria 3031
PO. Box 240, North Melbourne, Victoria 3051
Phone (03) 9371 2400 Fax (03) 9371 2499

TEST REPORT

CLIENT : KENBROCK FLOORING (AUST) P/L = TEST NUMBER : 7-597463 CV
. 63 WATERVIBW CLOSE. iy ISSUE DATE  : 26/05/2014
DANDENONG SOUTH viIC 3175 . PRINT DATE = : 26/05/2014

ORDER NUMBER : ANNA

_ SAMPLE DESCRIPTION Clients Ref: '"Tactiles!
~ ‘ Texture tile
Colour: Black/Yellow
Approx thickness: 6.5mm
End Use: Safety flooring

Material Specification: . ' ;
Nominal composition: SBR rubber, mixing clavs
Approx mass: 4.9kg/m2 o -

ASTIS0 9239.1-2003 ; Reaction to FPire Tests for Floorings
‘ - ; Determination of the Burnlng Behav1our

~ using a Radiant Heat Source

Date of sample arrlval 01/04/2014 ~

Date tested: 19/05/2014 ; ; ; ‘
Results: ; ‘ cur {Critical Heat Plux J (ritical B adlant Wlux,
1 . 2 - = . Mean
Non directional 9.4 3.7 . 6.6 - B8 RW/mD

o ; ; Smoke Value | - - -
Non directional .98 ; 866 587 . o B17 . % man

Observations:‘peﬁetratién‘qfkflame through to substrate

Note: Sample was conditioned in accordahcé with BSEN‘13238 2001 at a
temperature of 23+/-2degC and Relatlve Humldlty of 50+/ 59 for a minimum of
48 hours prlor to testlng ;

No dlrectlonal‘propertles, three spécimens’tested only

Bach spec1men was adhered to a substrate of Gmm.flbre relnforced cement
board using Roberts 656 adh651ve and clamped prlor Lo testlng ‘

The test results relate to the behav1our of the test‘speC1mens of a product
under the particular conditions of the test, they are not intended to be the
sole criterion for assessing the potential fire hazard of the product in use
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© Australian Woo! Testing Authority Lid This Labaoratory is accredited by the National Association of Testing Authorities, Australia, for:

Copyright - All Rights Reserved -Chemical Testing of Textiles & Related Products : AccreditationNo. 983
- Mechanical Testing of Textites & Related Products : AccreditationNo. 985
- Heat & Temperature Measurement : Accreditation No. 1356

This document is issued in accordance with NATA's accreditation recquirements. Samples, and their
identifying descriptions have been provided by the client unfess otherwise stated. AWTA Lid makes no
warranty, implied or otherwise, as to the source of the tested samples. The above test resulis relate only to the
sample or samples tested. This document shall not be reproduced except in full and shall be rendered void if
amended or altered. This document, the names AWTA Product Testing and AWTA Ltd may be used in
advertising providing the content and format of the advertisement have been approved in advance by the

Managing Director of AWTALtd.
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